SECTION 15260PRIVATE 

PIPING INSULATION

PART 1 GENERAL

1.01
SECTION INCLUDES:  Insulation installation details for piping and equipment.  

1.02
RELATED SECTIONS

A.
Section 15262, Fibrous Glass Insulation.  

B.
Section 15265, Elastomeric Rubber Insulation.  

PART 2 PRODUCTS ‑ NOT USED.

PART 3 EXECUTION

3.01
INSTALLATION

A. Install piping insulation per Figs. 15260‑A through 15260‑G.  

END OF SECTION
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Fig. 15260-A

[image: image2.png]INER LS
S o
18:20n

LOCATION OF JOINTS

[ =

'R AR/ ] ‘W_V_ B

- - DISTANGE BETVESN ANY T¥O STRAPS IS NOT 0 BXCEED §°
LOCATION OF FASTENING

puvs

SECUREMENT OF MULTIPLE LAYER
INSULATION T0 PIPE






Fig. 15260-B
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Fig. 15260-C
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Fig. 15260-D
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Fig. 15260-E
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Fig. 15260-F
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Fig. 15260-G
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